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M104 Wolverine…

Look at Fire Extinguisher Valve

Crews, check the valve on the 5-lb fixed fire extinguisher assembly in the crew
compartment of your M104 Wolverine. If the valve has one of these three serial
numbers—1092, 1208, or 1212—get the extinguisher replaced now!

The Santa Barbara Dual Spectrum valves originally used on these fire extin-
guishers were defective. Tests showed that the valves stopped working after several
automatic discharges and could then only be discharged manually.

All of the defective valves have been replaced except for three. Serial numbers
1092, 1208 and 1212 are still missing in action.

Do you have one of these
valves on the fire extinguisher in
your Wolverine?

Take a close look at the seri-
al number on the fire extin-
guisher valve. If you find one of
the missing serial numbers, con-
tact your local TACOM LAR or
the Wolverine program manag-
er’s office (DSN 786-5522/5557
or (586) 574-5522/5557) for
turn-in information.

61423

19207 ASSY - 12324276

HALON 1301 & N2 750

DUAL SPECTRUM®

CUSTOMER P/N

P/N MFG S/N

SANTA BARBARA DUAL SPECTRUM
163 AERO CAMINO

GOLETA, CALIFORNIA 93117

S B D S  C A G E  0 5 B U 0
U.S. PAT. NO. 4,579,315NSN

CONT

PSIOPER PRESS.SERVICE

…and that

takes care

of your PMCS

for today!

WAit!

you’d better

check the

serial number

on my fire

extinguishers,

too! 


